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Abstract  

This paper deals with the thermal management of a supercapacitor module with air-cooling. 

An experimental test bench is used for thermal characterization of nine supercapacitors 

assembled in a module with a staggered arrangement by measuring surface temperatures for 

several current rates (up to 70 A) and inlet air velocities between zero and 0.6 m s-1. The 

experimental results obtained in natural convection make it possible to estimate the maximal 

relative surface temperature at 84 A (the maximum current rate) between 26.6 °C and 30 °C. 

This result shows that overheating can occur for high current rates and air temperature higher 

than 30 °C, so a ventilation cooling system can be useful. A numerical study is also 

undertaken for forced convection regime (inlet airflow between 0.2 m s-1 and 0.8 m s-1) and 70 

A current rate. The numerical results are in good agreement with the experimental results. The 

mean deviation between experimental and numerical relative temperatures is 19.8 % for 

steady state regime and 17.5 % for transient regime comparison. Therefore, numerical 

simulations are used to estimate the temperature distribution within the supercapacitors. At 

steady state regime, the difference between maximal internal temperature and maximal 

surface temperature is between 2.5 °C and 3 °C. 

s-1
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Introduction 

Supercapacitors, also referred to as ultracapacitors or electrochemical double layer capacitors, 

are power-storage devices that can be charged and discharged in seconds and can withstand 

hundreds of thousands of cycles [1]. Their storage and power performances are rated between 

those of batteries and capacitors. Their available power is higher than that of batteries and 

lower than that of capacitors. However, their available energy is higher than that of capacitors 

and lower than that of batteries. This makes them perfect to recover from quick power 

fluctuations and to supply quick power peak demand [1,2] ; or for pulse power applications 

[1]. Supercapacitors are usually used in energy management system for batteries [3–5] and 

fuel cells [6] as handy alternative to improve the efficiency and performance of the main 

energy source. They are found in different applications [1,7] such as automotive [8], public 

transportation [9–11], isolated power generation systems [12] and renewable energy 

applications [13]. 

Many aspects of the supercapacitor performance are strongly affected by their operating 

temperature, including power, energy capability, reliability, cycle life and cost [2,14]. Even if 

the increase of temperature is considered as a beneficial factor by increasing the electrolyte 

conductivity, it is important to remember that the electrolyte is generally made of an organic 

solution in which the solvent starts evaporating at 20 °C. From this standpoint, the increase of 

electrolyte temperature leads to a loss of solvent [15]. In addition, the lifetime of 

supercapacitors decreases by half every 10 °C above 25 °C [16] and the temperature 

difference inside the module must remain below 5 °C for a full lifespan [10]. Supercapacitor 

equivalent serial resistances (ESR) which generate heat during charging can cause 

overheating [17]. Which makes thermal management necessary, especially in supercapacitor 

modules where the cells are closely packed, to maintain the pack with uniform temperature 

distribution or only small temperature variations within the pack. However, this adds 

additional volume, mass and cost, and reduces the energy density of the system [2]. 
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Consequently, most of the time, supercapacitors are equipped with a cooling system when 

temperature may exceed approximately 65 °C [18], which is usually the maximum operating 

temperature. On the other side, supercapacitors have an excellent low-temperature 

performance, even down to – 40 °C [2], no heating system is required.  

The cooling systems used for energy storage units, such as supercapacitors and batteries, are 

broadly classified into two categories [2,19,20]: active and passive. Generated heat is usually 

carried out by an airflow through forced convection. This simple active cooling system 

provides a compact structure and cost-effective feature [2,21]. 

The supercapacitors used in modules are generally cylindrical in shape. Blowing air over the 

cylindrical bodies in a perpendicular direction can efficiently cool them [22]. This air-cooling 

system is also used for cylindrical batteries [23–26], and is commonly encountered in practice 

in heat transfer equipment such as condensers and evaporators of power plants, refrigerators, 

and air conditioners [22,27].  

Gualous et al. [28] and Frivaldsky et al. [29] studied the supercapacitor temperature evolution 

measured along the axial and radial directions, for several dynamic power levels and, 

particularly, the hot-spot (overheating) temperature that limits the device operation. The 

results show that temperature decreases along the radius. This variation is very low in axial 

direction, compared to that in radial direction. Over time, the supercapacitor temperature 

increases exponentially [28].   

Berrueta et al. [30] studied a cooling system in which the air flow does not flow through the 

supercapacitor module but at the outside of a case used for enclosing it. Al Sakka et al. [18] 

investigated a module with in-line supercapacitor arrangement where neighbouring 

supercapacitors are touch one another. Hijazi et al. [31] used a staggered supercapacitor 

arrangement with one base in contact with the air-flow.  

Recently, different staggered arrangements have been compared taking into account 

ventilation power, compactness of the stack and maximal temperature for each row of the 
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stack [32]. This study proposes a model more accurate than the previous one [18,28–31]. It 

finely takes into account the different parameters like Joule effect, local variation of the 

convection heat transfer, the differences of thermal conductivity between the active and 

inactive zone, the variation of the thermal conductivity in the different directions of space in 

the active area, and the transient regime. On the other hand, this model is not validated 

experimentally on a real module of supercapacitors. For the validation, only experimental 

correlations existing in the literature for flow across tube banks are used.  

For supercapacitors systems, modelling is always essential for design prediction, condition 

monitoring, and control synthesis. Since a model is, at best, a surrogate for real systems, the 

accuracy of which is subject to assumptions and requirements, it must be generated for a 

specific purpose [33] and compared with a real system. The present work is in keeping with a 

previous investigation [32] on the thermal performance of different transverse and 

longitudinal pitches in staggered arrangement of a supercapacitor module, and the choice of 

the module structure is based on its conclusions. The aim of this paper is to compare 

experimental and numerical results for the spatial arrangement with a maximum cooling 

performance and compactness in the previous numerical study [32]. It is expected that this 

work is useful for design and thermal management of supercapacitors stacks. 

2 Experimentation 

2.1 Experimental setup 

The experimental setup is designed in order to study the thermal management of a 

supercapacitor module. For safety reasons, the supercapacitors cannot be charged and 

discharged at the maximum authorized current rate. The experiments are performed to find 

the different parameters needed to validate the model developed to predict the thermal 

behaviour of the module at high current rates. These parameters include the difference 

between the maximal surface temperature of supercapacitors stack and the temperature of 

inlet air, for different air velocities. 
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2.1.1 Supercapacitors module  

This study is carried on a heat exchanger composed of an air-cooled module of nine 

supercapacitors. The BCAP 1500 P270 K04 supercapacitors are used. They belong to the K2 

series made by Maxwell Technologies and are based on active carbon technology and organic 

electrolyte. Some of the product specifications are presented in Table 1. 

Table 1 Main characteristics of the BCAP 1500 P270 K04 supercapacitor [34] 

ESR (mΩ) Imax (A) Tmax (°C) C (F) L (mm) D (mm) D (mm) 
0.47 84 65 1500 85 60.4 14 

Space requirement, but also the power required to move airflow, are important parameters for 

supercapacitors cooling. At equal compactness level, the staggered arrangement has a higher 

heat transfer than the in-line one, especially in low range of SL/D [27]. In addition, the 

equilateral triangular arrangement of staggered supercapacitors needs lower ventilation power 

[22]. Previously, Voicu et al. [32] studied numerically five longitudinal rows of 

supercapacitors with this configuration for different compactness levels. They recommended 

an arrangement with a transversal pitch between two consecutive supercapacitors equal to 

1.25 time the diameter. This arrangement is selected for this study too. Nine supercapacitors 

are assembled in a module as shown in Fig. 1. The longitudinal and transversal pitches are 65 

mm and 75 mm respectively. 

Thereafter, an investigation on the thermal management of the supercapacitors module, based 

on air-cooling is performed experimentally and numerically. The supercapacitors are charged 

and discharged with a current rate up to 70 A (the maximum authorized continuous current is 

84 A [34]) and with an inlet air velocity up to 0.6 m s-1. 
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Fig. 1 The supercapacitors arrangement 

Several K – type thermocouples are placed on the surfaces of supercapacitors to provide 

information about the evolution of temperatures during tests.  

The electrical circuit is composed of a DC power supply, an active load, and three mechanical 

relays. A voltmeter and a current clamp are inserted in the circuit to measure current and 

voltage during charge and discharge cycles.   

 

2.1.2 Experimental test section and uncertainties 

The experimental work is conducted in an open-loop experimental test section as shown in 

Fig. . The supercapacitors module is cooled using a fan with variable rotation speed. Cooling 

air is conducted through a circular cross section tube (20 cm in diameter and 200 cm in 

length), a divergent tube with square cross section area (50 cm × 50 cm) and a square section 

tube where the module is placed. An anemometer is placed in the circular section tube and is 

connected to NI data acquisition system to measure the linear velocity of cooling air. A 

honeycomb straightener is inserted at the outlet of the divergent in order to reduce the air 

turbulence at the entry of test area. 



8 
 

 

  

Fig.  The experimental airflow setup 

 

The evolution of temperature is recorded for different airflow velocities and 

charging/discharging current loads. The operating temperature range of K-thermocouples is  

-75 °C to +250 °C. All measuring devices are calibrated in our measurement range: 

thermocouples, anemometer, voltmeter, current clamp. Table 2 shows the uncertainties of 

different parameters.  

Table 2 Uncertainties on the measured values 

Parameters Uncertainty 
Temperature (°C) ±0.25  
Air velocity (m s-1) ±0.03 
Current rate (A) ±2.5% 
Voltage (V) ±1.8% 
Location and distances (m) ±2% 

 

Wind tunnel Fan 
Circular Section Tube 

Anemometers 

Divergent tube 

Supercapacitor module 

Honeycomb straightener 
NI data acquisition 

and 
Electrical equipment 
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2.2 Experimental protocol 

Supercapacitors are charged and discharged between their nominal voltage (2.7 V) and half 

this voltage (1.35 V) because in this case they can store 75 % of their maximal energy without 

causing electronic dysfunction. The module is charged and discharged with a voltage between 

12 V and 24 V. During charge, current flows from the power supply to the supercapacitors 

until the module reaches 24 V, then it is discharged using the active load until the voltage 

reaches 12 V. The duration of a charging/discharging cycle depends on capacitance (C = 1500 

F), supercapacitor voltage variation (∆U = 1.35 V) and current rate (eq. 1). The tests are 

stopped when the steady state is reached. 

������ =
�	×	∆�

�
      (1) 

In natural convection experimental tests, the fan is turned off. The supercapacitiors undergo at 

least 70 charge/discharge cycles at current rates between 20 A and 70 A. In forced convection 

experiments, the airflow velocity in the wind tunnel varies between 0.36 m s-1 and 0.59 m s-1. 

The supercapacitors undergo at least 35 charge/discharge cycles at 70 A current rate. Each test 

is repeated at least two times.  

The inlet temperature corresponds to the temperature of the room where the experiment takes 

place and is not controlled. It varies during the tests between 20 and 24 °C. 

All measured parameters are logged using NI data acquisition system. LabVIEW software is 

used to process logged data and to command charging/discharging process of supercapacitors. 

The acquisition frequency is 1 Hertz. 

3 Mathematical modelling  

The study deals with a supercapacitor stack in staggered pattern of three rows in the airflow 

direction. For safety reasons, the experiments are performed up to 83% of maximum 
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authorized continuous current rate. The objective of the models proposed below is to predict 

the thermal behaviour of the module at high current rates close to the limits of use. 

3.1 Mathematical modelling for natural convection 

The model proposed below uses the results of tests carried out at safe conditions of use. The 

aim of the approach is to predict the thermal behaviour at high current rates.  

The simple empirical correlations for the average Nusselt number (Nu) in natural convection 

are given by [22]: 

� =
���	×��
�

= �����
�                                                         (2) 

Where ℎ��		is the average heat transfer coefficient, Lc is the characteristic length (for one 

horizontal cylinder Lc = D, but for a bank of cylinders it is difficult to determine), λ is the 

thermal conductivity and Ra is the Rayleigh number.  

�� =
�×�×��� �!"×��

#

$×%
                                                     (3) 

The constant C1 depends on the geometry and it is generally less than 1. The constant m 

depends on the regime flow, which is characterized by the range of the Rayleigh number. It is 

usually 0.25 for laminar flow and 0.33 for turbulent flow [22]. Equations (2) and (3) show 

that: 

ℎ�� ∝�Ts-T0"m.                                                            (4) 

On the other hand, when the average Nusselt number and thus the average convection 

coefficient is known, the rate of heat transfer by natural convection from a solid surface at 

temperature Ts to the surrounding fluid is expressed by Newton’s law of cooling as 

,-�./0�� = ℎ�� × 12 × �32 − 35"                                                 (5) 

Moreover, for the supercapacitor module, the heat transfer can be calculated as: 

,-�./0�� = 6 × 78� ×	9
:                                                     (6) 
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Where n is the number of supercapacitors, ESR is the Maximum Equivalent Resistance, and I 

is the current rate. 

From equations (4)-(6), we can deduce that the values of ∆Tmax (maximum relative surface 

temperature) can be interpolated as: 

Δ3�<= = �:9	
: �>�⁄                                                            (7) 

These predicted curves help to estimate the maximal relative surface temperature at current 

rates close to the limits of use. 

3.2 Mathematical modelling for forced convection 

3.2.1 Field computation 

The calculations are performed for a domain that reproduced the geometrical and 

experimental flow conditions. A 3D computational domain is created and different 

symmetrical planes are used to simplify the computational domain and reduce computational 

time. For computational reasons [35,36], additional adiabatic zones extend the domain 

upstream and downstream of the heat transfer zone.  

On the other hand, in each supercapacitor, two different zones are considered. Near the axis, 

up to d diameter (see Fig. 1b), it is a region which does not stock energy. There is a 

homogeneous material with a constant 3D thermal conductivity (λb = 0.19 W m-1 K-1). 

Beyond this central zone to the outer edge, it is the active zone for electrical energy storage. 

There is a multilayer material made of layers of aluminium foils covered on both sides with 

carbon particles and a separator foil. That way, the aluminium collector foil is not interrupted 

by insulating material along the supercapacitor axis and along the azimuth, and the thermal 

conductivity is much greater than in the radial direction [28,32,37]. Fig.  presents an 

illustration of the repeating element of the multilayer material of the active zone depicted in a 

recent study [37]. 
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Fig.  Multilayer material of the active zone of the supercapacitor [37] 

The thermal conductivities of the materials are taken from literature [37–40] and are shown in 

Table 3.  The equivalent thermal conductivity of the active zone is implemented in the model 

as: 

@�A	B =
∑ �D
E
DFG

∑
HD
ID

E
DFG

	   (Serial thermal resistances on radial coordinate direction)                          ( ) 

@�A	J,L =
∑ �D	×	�D
E
DFG

∑ �D
E
DFG

		 (Parallel thermal resistances on axial and angular coordinate direction)( ) 

Table 3 Properties of the multilayer material (storage active zone) 

No 
layer 

Material 
Thickness 

e [µm] 
[32] 

Thermal 
conductivity λ 
[W m-1 °C-1] 

1,5 
Aluminium 

current collector 
25 237 [39] 

2,4,6 
Carbon electrode 

(wet) 
120 0.44 [38] 

3 Separator 40 0.22 [37], [40] 

=> 
Repeating 

element / All 
active zone 

450 
λr = 0.45 

λz= λθ  = 22.89 

 

            5 6 

P
os

iti
ve

 C
ur

re
nt

 C
ol

le
ct

or
 

P
or

ou
s 

C
ar

bo
n 

S
ep

ar
at

or
 

P
or

ou
s 

C
ar

bo
n 

N
eg

at
iv

e 
C

ur
re

nt
 C

ol
le

ct
or

 

P
or

ou
s 

C
ar

bo
n 

1 2 3 4       



13 
 

The specific heat capacity (cp) and the density (ρ) of the active zone are respectively 

1058 J -1 °C-1 and 1200  m-3 [32]. 

The thickness of the sheath wall is 3 mm. Plexiglas material is considered, except the zones 

near the axis of supercapacitors. So, up to d diameters (see Fig 1), a material with thermal 

proprieties of steel is considered, in order to take into account the fastener that acts like a 

thermal bridge. 

Governing equations 

The three-dimensional flow is assumed to be steady. Air properties are assumed to be constant 

and evaluated at the inlet temperature of air flow. The radiation heat transfer is neglected. The 

heat transfer is steady or transient (for steady heat transfer, the transient term		
M�

MN
= 0) 

With these assumptions, the thermo-hydrodynamic evolution of the air is modelled by the 

following equations: 

 Conservation of mass: 

O. Q = 0        (10) 

Conservation of momentum: 

�Q. O"Q = −
OR

S
T UO:Q      (11) 

 Conservation of energy: 

�Q. O"3 T
M�

MN
= αO:3                              (12) 

A part of the electrical energy crossing the active zone is transformed into Joule heating. The 

heat dissipated from a supercapacitor is calculated with the following expression and 

presented as a function of current rate in Fig. : 

9 =
W |��N"|/N
YZ
YD

NZ ND
                            (13) 
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Fig.  Heat dissipated for different current rates 

Spatial thermal conductivity variation in the multilayer cell is taken into account.  

With these assumptions, for the solid, conservation energy is expressed as: 

In the multilayer domain (active zone) : 

�λ. O:"3 T \ = ]�^
M�

MN
                                                      (14) 

\ =
_-

�×	
`
a
×�bc /c"

                                                     (15) 

In the central domain and in the sheath wall: 

@O:3 =
M�

MN
                  (16) 

3.2.2 Boundary conditions  

Mathematically, the boundary conditions are defined as follows:  

• At the inlet of the extended domain, uniform velocities and temperature profiles are 

considered. 

• At the outlet of the extended domain, pressure is equal to the atmospheric pressure and 

the axial variation of temperature is equal to zero. 

• The no-slip condition and zero normal pressure gradient are the boundary conditions 

used on all solid-fluid interfaces. 

• At the sheath wall external surface, local convection heat transfer is considered: 

de = 	ℎ�� × �3e − 35". The relation  � = ���×	��
�

= 0.664	�h5.i × jk�/m [22] gives the 
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average heat transfer coefficient (ℎ��) for the entire plate. Note that the value of the 

characteristic length (Lc) is the length of the experimental sheath wall in the flow 

direction, the Re number is expressed with v0, and the term Ti represents the local 

temperature of the sheath. 

• At the interfaces between solid-fluid or solid-solid parts, the uniformity of heat flux 

and temperature is applied on the surfaces normal direction: λi (∂Ti)/∂n=λj (∂Tj)/∂n and 

Ti=Tj, where i and j are the subscripts of the parts separated by the interface. 

The inlet air temperature is the initial temperature condition over the domain. The steady state 

run uses an automatic initial guess for the velocity field. Transient run starts with results from 

a converged steady-state solution without internal heat source.  

3.2.3 Numerical solution  

In this study, commercial computational fluid dynamics package, Ansys Fluent 14.6, is used 

[41]. The governing differential equations of fluid flow and heat transfer are solved using the 

numerical method based on “finite volume approach”. The pressure based solver option is 

selected for the present computation. The coupling between velocity and pressure is solved by 

selecting SIMPLE (Semi-Implicit Method for Pressure Linked equations) algorithm. For 

transient cases step is set to 1 s and the number of iterations per time step is to 

100. The absolute convergence criterion is set so that the residuals of the energy equation and 

flow equations are 10-6.  

4 Forced convection model validation 

There are no experimental results regarding the case of the heat transfer and flow for a 

supercapacitor module using the arrangement considered in the present study. Therefore, in 

order to validate the computer model, the numerical results are compared to available data 

obtained previously [22,42] for a tube bank with the same geometry as the present study. The 

uncertainty in the values of Nusselt number and friction factor obtained from these relations is 
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±15 %. The velocities, and consequently the Reynolds number, correspond to the values 

considered for the experimental tests. The aim is to ensure that the numerical model 

appropriately considers the heat transfer and the flow between the geometry of the module 

and the air.  

Fig.  and Table 4 show the validation of the turbulence model. The Shear-Stress Transport 

(SST) k-ω model is used for turbulent viscosity, but the agreement appears quite acceptable 

(less than 15%) also for one equation Spalart –Allmaras (SA) turbulent viscosity model. The 

model SST k-ω model [43] is a combination of a k-ω model (in the inner boundary layer) and 

a k-ε model (in the outer region of the boundary layer as well as outside it).  The k- ω model 

is well suited for prediction near the wall, while the k-ε model is used for the remaining area 

near the boundary region.  

Fig.  Computer model validations: 
a) Comparison of Nusselt number between the simulated results and calculated results using 

empirical correlation by [42], presented more recently by [22] 
b) Comparison of Friction factor between the simulated results and plotted in charts 

experimental results by [42], presented more recently by [22] 
 

The present numerical predictions are very close to the corresponding experimental 

correlation values. The deviation is constantly less than 15%. In the light of validation tests 

above, one can conclude about the appropriateness of the mathematical model as well as the 

reliability of the numerical method adopted. 
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Table 4 Computer model validation: comparison of Nusselt number / Friction factor number versus 
Reynolds number between the simulated and theoretical [22] results 

v0 
[m/s] 

vmax 

[m/s] 
Remax Nutheoretical ftheoretical NuSST k-ω fSST k-ω NuSA fSA Nukε-RNG fkε-RNG 

0.1 0.5 2067 26.55 0.74 28.79 0.725 28.96 0.731 42.63 0.789 
0.25 1.25 5168 46.01 0.602 43.81 0.6 43.97 0.61 70.14 0.59 
0.45 2.25 9303 65.46 0.52 61.12 0.553 59.85 0.556 94.16 0.486 
0.6 3 12404 77.8 0.495 74.43 0.537 71.78 0.538 108.19 0.443 
0.75 3.75 15505 88.94 0.455 88.5 0.518 82.03 0.509 122.18 0.414 

A grid independence test is carried out with 0.4, 0.66 and 1.09 million elements. The 

deviation of the Nusselt number and friction factor compared to the corresponding 

experimental correlation (the same method as for the choice of turbulence model) is used. For 

0.4 million elements the deviation is greater than 15 %. For 0.66 and 1.09 million elements, 

the simulation results do not change a lot with the number of mesh. We also chose the coarse 

mesh for computational reasons. Thus the grid for the computations is composed of 0.66 

million computational cells. The results presented in Fig. 5 and Table 4 are obtained with this 

grid. 

5 Results  

In natural convection experimental tests, the fan is turned off. The supercapactors undergo 

charge/discharge cycles at current rates between 20 A and 70 A. Forced convection is the 

chosen solution to enhance heat transfer. In forced convection experiments, the airflow 

velocity in the wind tunnel varies up to 0.59 m s-1 and the current rate is 70 A. The airflow 

velocities are low because the benefits of enhancing heat transfer in a supercapacitor stack 

should be weighed against the cost of additional power requirements. Thus, fan power and 

especially the ratio between fan power and maximal temperatures are also very important. 

Fig. 6 presents charge/discharge cycle at 30 A continuous current rate. 
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Fig.  Charge / Discharge cycles of the supercapacitors module at 30A 

To compare the results of different tests, it is more appropriate to use the relative temperatures 

rather than the absolute temperatures since the ambient temperature varies from one test to 

another and sometimes even during the same test.  

The graph of Fig. 7 shows the evolution of maximum relative temperature (difference 

between maximum temperature of the supercapacitors module and ambient air temperature) 

as a function of time for  charging / discharging currents in natural convection. In natural 

convection the higher the current, the higher the maximum temperature. After 1 hour and 45 

minutes the temperature difference reaches 4 °C for 25 A and 20 °C for 70 A. 

The tests carried out in natural convection show that the supercapacitor located in the middle 

of the stack has the maximum surface temperature and the temperature distribution has a 

vertical symmetry. 

That it is not a linear curve. This evolution is related to equation (7). The best achievement is 

obtained with C2 = 0.34 for laminar convection (m = 0.25) and with C2 = 0.25 for turbulent 

convection (m = 0.33).  
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These projection curves help us estimate the maximum relative surface temperature at 84 A 

(the maximum current rate) between 26.6 and 30 °C. These results show that overheating can 

occur for high current rates and air temperature higher than 30 °C, so a ventilation cooling 

system can be useful. 

Fig. 7 Evolution of maximal relative temperature in transient and steady state temperature 
process in natural and forced convection 

Fig. 8 Evolution of temperature difference between maximal surface temperature of 
supercapacitor stack and inlet air flow for steady natural convection 

The results presented hereafter are obtained by 

using a current rate of 70 A for charge/discharge. This value is chosen because it enables us in 
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the experimental tests to obtain significant overheating while keeping the operating mode well 

below the maximum recommended manufacturer's current rating of 84 A.  

In Fig. 9 and Fig. 10 the numerical results are presented and compared with the experimental 

results for steady state regime. At the inlet, the velocity is 0.36 m s-1 

(Re = 4365) and the temperature is 21.9 °C. Two significant sections are chosen:  

a) the perpendicular plan which divides each supercapacitor into two equal cylindrical 

volumes. It is chosen because the most important overheating is recorded there 

b) the plan which includes the axis of 2nd supercapacitor. It is chosen to show that in the axial 

direction the temperature of the supercapacitors varies much less than in the radial direction.  

The numerical and experimental results match. The second row has the best cooling, despite 

its central position. The first row is the least well cooled, but its temperature is very close to 

that of the last row of supercapacitors. The lowest temperature of the second row compared to 

the first row is explained by the increase in turbulence during the passage of the air flow 

through the first row. As a result, the heat transfer increases in the second row. In the third 

row, the effects of the increase in turbulence and therefore of the local heat transfer 

coefficient on the temperature of the supercapacitors are less visible because the temperature 

of air increases during its passage through the first two rows. The third row is also less well 

cooled than the second because it is the last row of the module and an important downstream 

flow recirculation field decreases the local heat transfer. Likewise, the maximum surface 

temperature is located in the last row, downstream of the last supercapacitor.  

The numerical results allow us to estimate the temperature distribution in the middle of 

supercapacitors. The maximum temperature of the module is located in the first row around 

the axis of the supercapacitor. For these operating parameters, it is approximately 32.3 °C, 3 

°C greater than the maximum surface (external) temperature and up to 10 °C higher than the 

air blowing temperature. It is important to note that the temperature contours of each 
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supercapacitor are almost concentric around its axis and the axial temperature variations are 

not important. 

 

Fig. 9 Numerical simulation results: (a) Temperature contours, (b) x velocity contours 
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Fig. 10 Local surface temperatures 

In Fig. 11, different cases are presented . To 

compare the results of different tests, it is more appropriate to use the relative temperatures 

rather than the absolute temperatures since the ambient temperature varies from one test to 

another and sometimes even during the same test. For the experimental results, temperature is 

obtained for t = 4 hours (Fig.7) and at that moment, the evolution is asymptotic. Numerical 

investigation is conducted for steady state regime. The numerical and experimental results 

match. The mean deviation between experimental and numerical relative temperatures is 

19.8%. Richardson number is always less than 0.03 and that confirms forced convection 

assumption in the numerical model. Up to 0.36 m s-1 inlet airflow, the maximum external 

temperature is located in the last row (point 11 on Fig. 9a), while for greater velocity it is 

located in the first row (point 3 on Figure 9a). Numerical results estimate the maximal inside 

temperature. For 0.2 m s-1 inlet airflow, the maximum inside temperature is located in the last 

row (point 12 in Fig. 9a), but for the simulations with greater velocity it is located in the first 

row (position 4 in Fig. 9a). The difference between maximum internal and maximum surface 

temperature is between 2.5 and 3 °C. 

In Fig. 12, transient numerical and experimental results are compared. The current rate is 70 

A. At the entrance, the average speed is 0.36 m s-1. The module is at room temperature before 
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starting the successive charging / discharging cycles. The surface supercapacitor temperature 

is recorded at position 11 of Fig. 9a. 

Fig. 11 Evolution of maximum local experimental temperature and maximum local numerical 
temperature for several inlet airflow velocities 

Fig. 12 Evolution of transient temperatures 

The numerical and experimental results are in good agreement. The deviation between 

experimental and numerical relative temperatures is constantly less than 20% throughout the 

period considered, with a mean value of 17.5%. After half an hour of operation, a difference 

of approximately 1 °C is noted.  

Thereafter, we use the numerical simulations to study the temperatures evolution for maximal 

current rate (Imax = 84 A) and 40 °C inlet air velocity. This limit situation is difficult to 

achieve experimentally for safety reasons.  
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In Fig. 13 the maximal temperatures are presented for several inlet air flow velocities. The 

results obtained with a steady state regime show that the overheating is possible with a 

velocity less than 0.15 m s-1. Up to 0.4 m s-1 the overheating is at less 10 °C. The results 

obtained after four minutes of operation (10 cycles charge-discharge) show that the 

temperature of supercapacitors is less that 42.5 °C and is not influenced by the air velocity.  

Fig. 13 Evolution of maximal temperatures with Imax (84 A) 

Fig. 14 presents the contours of temperatures for 0.1 m s-1 inlet air velocity and four minutes 

of operation. As with permanent regime (Fig. 9a), the temperature contours of each 

supercapacitor are almost concentric around its axis and the axial temperature variations are 

not important. However, for this transient regime we observe that the maximum temperatures 

are located inside the active zone and not near the axis as for steady state regime.  

 

Fig. 14 Temperature contours after four minutes of operation with I = Imax = 84 A, 
v0 = 0.1 m s-1 and T0 = 40 °C 
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Conclusion and outlook 

Thermal management of a module of nine supercapacitors is studied experimentally and 

numerically for a three-row staggered arrangement. The supercapacitors are charged and 

discharged with a current rate up to 70 A and with an inlet air velocity up to 0.8 m s-1. 

In a first step, an experimental natural convection study is conducted.  The second row has the 

worst cooling and the temperature distribution presents a vertical plane of symmetry. The 

temperature difference between inlet airflow and maximal external temperature reaches 4 °C 

for 25 A and 20 °C for 70 A after 1 hour and  minutes. The evolution of the relative 

maximal external temperature as a function of the intensity of the current show that the 

overheating is possible for high current rates. 

The second part of the study focuses on forced convection air-cooling for 70 A current rate of 

charge-discharge cycles. The numerical and experimental steady state and transient results 

match. The deviation between experimental and numerical relative temperatures remains 

lower than 20 %. For the considered cases, the numerical model predicts higher temperatures 

than those measured experimentally. 

The second row has the best cooling despite its central position. In contrast, the warmer 

supercapacitor is not always on the same row. Up to 0.36 m s-1 inlet airflow, the maximum 

external temperature is located in the last row, while for greater velocity it is located in the 

first row. However, for the same inlet air velocity the values are very close.  

The numerical simulation allows the estimation of the internal temperature too. In all 

supercapacitors, the temperature distribution is concentric with the maximum in the axis, and 

axial temperature variations are not important, compared to variation in the radial direction. 

The difference between maximal internal and maximal external module temperature is 

between 2.5 and 3 °C. 
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The third part of the study focuses on numerical simulations to study the temperatures 

evolution for maximal current rate (Imax=84 A) and 40 °C inlet air velocity. Overheating is 

possible at steady state regime with a velocity less than 0.15 m s-1. On the other hand, after 

four minutes of operation the temperature of supercapacitors  42.5 °C 

by air velocity. For this transient regime, the maximum temperatures are located 

inside the active zone. 

Thereafter, to extend the numerical simulations to study the overheating 

limit situations difficult to achieve experimentally for safety reasons. 
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 Nomenclature 

A surface area m2 

cp specific heat J kg-1 °C-1 

C supercapacitor capacitance F 

D supercapacitor external diameter m 

d supercapacitor active zone internal diameter m 

e thickness mm 
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ESR maximum equivalent resistances series initial mΩ 

f friction factor  

Gr Grashof number, =gβ(Ts-T0)Lc
3/ν2  

ℎ�� average heat transfer coefficient W m-2 °C-1 

I Current rate  A 

L supercapacitor length m 

Lc characteristic length m 

n number of supercapacitors of the module  

Nu Nusselt number, = ℎ × n × @ �  

p pressure Pa 

r, z, θ cylindrical coordinates  

Ra Rayleigh number, = o × p × �3q − 35" × r� × s � × t �  

Re Reynols number, = Q�<= × n × u �  

S pitch between two consecutive supercapacitors m 

,-  heat source W 

q heat source density W m-3 

T temperature °C 

t time s 

v velocity m s-1 

x, y, z cartesian coordinates  

   

Greek letters   

α thermal diffusivity, = @ × ] � × vR � m² s-1 

β coefficient of volume expansion K-1 

∆Τ relative temperature, = 3 − 35 °C 
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λ heat conductivity W m-1 °C-1 

µ dynamic viscosity Kg m-1 s-1 

ν kinematic viscosity m2 s-1 

ρ density kg m-3 

   

Subscripts   

b supercapacitor central zone, k < x 2⁄   

D diagonal  

ext external surface of supercapacitor, k = n/2 

int inside the supercapacitor, k < n 2⁄   

L longitudinal  

max maximum  

T transversal  

0 inlet  

 

 

 

 




